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FIRST FLOOR AREA B - PLUMBING SUPPLY PLAN

TAGGED NOTES

P55 1/2" HOT WATER & COLD WATER PIPING UP TO SINK ON SECOND
FLOOR.

P59 3/4" HOT WATER & COLD WATER PIPING DOWN IN CHASE TO
FIXTURES BELOW.  ROUTE 3/4" HEADER PIPES HORIZONTALLY &
FULL SIZE ENTIRE LENGTH OF CHASE.

P65 DISHWASHER.  PROVIDE 1/2" HOT WATER WITH BALL VALVE
FROM ADJACENT SINK.

P107 PROVIDE BALL VALVE UNDER COUNTER PRIOR TO DISPOSER
CONTROL CENTER.  SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P108 REFER TO DISHWASHER CONNECTION DETAIL ON SHEET P503 &
KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P116 PRE-RINSE FAUCET.  SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P123 INSTALL ADDITIONAL INSULATION BETWEEN BEAM AND WATER
LINES TO PREVENT FREEZING.

P131 PROVIDE TRAP PRIMER, TP-3.  MOUNT ON WALL AT 5'-0 AFF.
ROUTE COLD WATER PIPING TO FLOOR DRAINS IN FIRE-1B05.

P132 PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING
DOWN IN WALL TO SINK.  SEE KITCHEN EQUIPMENT DRAWINGS
FOR ADDITIONAL INFORMATION.

P140 PROVIDE TWO (2) 3/4" COLD WATER PIPING DOWN IN WALL TO
COMBI OVEN.  SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P142 PROVIDE 3/4" GAS PIPING TO BRAISING PAN.  REFER TO
MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON
SHEET P714 & REFER TO KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P143 PROVIDE 3/4" GAS PIPING TO COMBI OVEN.  REFER TO
MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON
SHEET P714 & REFER TO KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P146 PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO
HAND SINK.  SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P149 PROVIDE TRAP PRIMER, TP-2, ABOVE CEILING.  ROUTE COLD
WATER PIPING TO NEARBY FLOOR DRAINS.
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FIRST FLOOR AREA C - PLUMBING SUPPLY PLAN

TAGGED NOTES

P44 2" COLD WATER PIPING DOWN IN CHASE TO FIXTURES BELOW.
ROUTE 2" HEADER PIPE HORIZONTALLY & FULL SIZE ENTIRE LENGTH
OF CHASE.

P59 3/4" HOT WATER & COLD WATER PIPING DOWN IN CHASE TO FIXTURES
BELOW.  ROUTE 3/4" HEADER PIPES HORIZONTALLY & FULL SIZE
ENTIRE LENGTH OF CHASE.

P67 3/4" COLD WATER PIPING UP.  SEE SECOND FLOOR AREA C -
PLUMBING SUPPLY PLAN FOR CONTINUATION.

P76 PROVIDE BALL VALVE IN VERTICAL PIPING, APPROXIMATELY 4'-0 AFF.

P84 PROVIDE HOSE BIB 18" AFF IN MECH. ROOM AND ISOLATION VALVE
FOR PIPING.

P112 PROVIDE TRAP PRIMER, TP-3.  MOUNT ON WALL ABOVE CEILING.
ROUTE COLD WATER PIPING TO NEARBY FLOOR DRAINS/OPEN
RECEPTACLES/ETC.

P113 PROVIDE TRAP PRIMER, TP-2, IN PLUMBING CHASE.  ROUTE COLD
WATER PIPING TO NEARBY FLOOR DRAINS.

P132 PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN
IN WALL TO SINK.  SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.
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TAGGED NOTES

P32 EMERGENCY SHOWER/EYE WASH - PART OF CASEWORK EQUIPMENT.  PROVIDE
PIPING CONNECTIONS.  REFER TO ARCHITECTURAL DRAWINGS FOR EQUIPMENT.

P33 2" UNDERGROUND COLD WATER PIPING TO GREENHOUSE.  TERMINATE IN VALVE
BOX NEAR PROPOSED GREENHOUSE LOCATION.  SEE CIVIL PLANS FOR
CONTINUATION.  MINIMUM BURY 40 INCHES.

P65 DISHWASHER.  PROVIDE 1/2" HOT WATER WITH BALL VALVE FROM ADJACENT
SINK.

P69 EMERGENCY SHOWER THERMOSTATIC MIXING VALVE MOUNTED ABOVE CEILING.

P70 1" COLD & HOT WATER PIPING DOWN IN WALL.

P106 PROVIDE GAS COCK WITHIN RECESSED STAINLESS STEEL CABINET.  PROVIDE
UNIONS FOR ALL GAS VALVES. REFER TO HS CHEMISTRY-1D06 GAS PIPING
SCHEMATIC ON P714 FOR MORE INFORMATION.

P112 PROVIDE TRAP PRIMER, TP-3.  MOUNT ON WALL ABOVE CEILING.  ROUTE COLD
WATER PIPING TO NEARBY FLOOR DRAINS/OPEN RECEPTACLES/ETC.

P120 PIPING UNDER SLAB.

P124 PROVIDE 2" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES MOUNTED
ABOVE CEILING.

P127 PROVIDE 120V SOLENOID VALVE TO REMOTE EMERGENCY POWER OFF BUTTON.
SOLENOIND VALVE SHALL BE EXPOSED BELOW CEILING.

P134 1/2" UNDERGROUND COLD WATER PIPING TO DRINKING FOUNTAIN.  SEE
LANDSCAPE PLANS FOR CONTINUATION.  MINIMUM BURY 40 INCHES.

P135 PROVIDE 1/2" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES MOUNTED
ABOVE CEILING.

P150 REFER TO SCHEMATIC ON P714 FOR MORE INFORMATION.
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PLAN
NORTH

FIRST FLOOR AREA E - PLUMBING SUPPLY PLAN

TAGGED NOTES

P44 2" COLD WATER PIPING DOWN IN CHASE TO FIXTURES BELOW.  ROUTE 2"
HEADER PIPE HORIZONTALLY & FULL SIZE ENTIRE LENGTH OF CHASE.

P59 3/4" HOT WATER & COLD WATER PIPING DOWN IN CHASE TO FIXTURES
BELOW.  ROUTE 3/4" HEADER PIPES HORIZONTALLY & FULL SIZE ENTIRE
LENGTH OF CHASE.

P60 1 1/2" COLD WATER PIPING DOWN IN CHASE TO LAVATORY & WATER
CLOSET BELOW.

P72 PROVIDE ONE 3/4" 140 DEG HOT WATER SUPPLY & TWO 3/4" COLD WATER
SUPPLIES DOWN IN WALL TO MOP SINK/CAN WASH.  PROVIDE WATER
HAMMER ARRESTOR, CHECK VALVE & BALL VALVE ON EACH WATER PIPE.
SEE KITCHEN SUPPLY SCEMATIC ON SHEET P712 AND KITCHEN EQUIPMENT
DRAWINGS FOR ADDITIONAL INFORMATION.

P73 PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO HOSE REEL.
SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P104 GAS PIPING UP TO MAU-1 ON ROOF.

P105 REFER TO MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC SHEET
P714 FOR MORE INFORMATION.

P107 PROVIDE BALL VALVE UNDER COUNTER PRIOR TO DISPOSER CONTROL
CENTER.  SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P108 REFER TO DISHWASHER CONNECTION DETAIL ON SHEET P503 & KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P113 PROVIDE TRAP PRIMER, TP-2, IN PLUMBING CHASE.  ROUTE COLD WATER
PIPING TO NEARBY FLOOR DRAINS.

P116 PRE-RINSE FAUCET.  SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P117 3-COMPARTMENT POWERSOAK SINK.  SEE KITCHEN EQUIPMENT
DRAWINGS FOR ADDITIONAL INFORMATION.

P119 PROVIDE TRAP PRIMER, TP-1.  MOUNT ON WALL AT 5'-0 AFF.  ROUTE COLD
WATER PIPING TO ALL FLOOR DRAINS, FLOOR SINKS, TRENCH/TROUGH
DRAINS IN KITCHEN & KITCHEN ANCILLARY SPACES.

P123 INSTALL ADDITIONAL INSULATION BETWEEN BEAM AND WATER LINES TO
PREVENT FREEZING.

P127 PROVIDE 120V SOLENOID VALVE TO REMOTE EMERGENCY POWER OFF
BUTTON.  SOLENOIND VALVE SHALL BE EXPOSED BELOW CEILING.

P128 PROVIDE WALL MOUNTED EMERGENCY POWER OFF BUTTON FOR GAS
FIRED KITCHEN EQUIPMENT AND MAU-1 ON ROOF TO SHUTDOWN POWER
TO ALL GAS BURNERS SUCH THAT GAS VALVES SHALL CLOSE.  MOUNT AT
48 INCHES AFF.  PROVIDE WILL WALL PLAQUE THAT READS "KITCHEN GAS
EMERGENCY SHUTDOWN SWITCH".  KILL SWITCH SHALL BE PAINTED RED.

P131 PROVIDE TRAP PRIMER, TP-3.  MOUNT ON WALL AT 5'-0 AFF.  ROUTE COLD
WATER PIPING TO FLOOR DRAINS IN FIRE-1B05.

P132 PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN IN
WALL TO SINK.  SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P134 1/2" UNDERGROUND COLD WATER PIPING TO DRINKING FOUNTAIN.  SEE
LANDSCAPE PLANS FOR CONTINUATION.  MINIMUM BURY 40 INCHES.

P135 PROVIDE 1/2" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES
MOUNTED ABOVE CEILING.

P136 PROVIDE 1" GAS PIPING DOWN & EXPOSED AT WALL.  ROUTE PIPING
UNDER HOOD TO KITCHEN EQUIPMENT.  PROVIDE SHUT-OFF VALVE & DIRT
LEG IN VERTICAL PIPING BEFORE RUNNING HORIZONTAL BEHIND DOUBLE
CONVECTION OVEN.  PROVIDE VALVE, STAINLESS STEEL FLEXIBLE HOSE &
UNION FOR EACH PIECE OF EQUIPMENT.  REFER TO MECH-1C27 & FOOD
PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 & REFER TO KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P137 PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN IN
WALL TO TABLE TOP KETTLE.  SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P138 PROVIDE TWO (2) 3/4" COLD WATER PIPING DOWN IN WALL TO BOILERLESS
STEAMER.  SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P139 PROVIDE 3/4" COLD WATER PIPING DOWN IN WALL TO BRAISING PAN.  SEE
KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P140 PROVIDE TWO (2) 3/4" COLD WATER PIPING DOWN IN WALL TO COMBI OVEN.
SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P141 PROVIDE TWO (2) 3/4" GAS PIPING TO DOUBLE CONVECTION OVEN.  REFER
TO MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714
& REFER TO KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P142 PROVIDE 3/4" GAS PIPING TO BRAISING PAN.  REFER TO MECH-1C27 & FOOD
PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 & REFER TO KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P143 PROVIDE 3/4" GAS PIPING TO COMBI OVEN.  REFER TO MECH-1C27 & FOOD
PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 & REFER TO KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P146 PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO HAND SINK.
SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P150 REFER TO SCHEMATIC ON P714 FOR MORE INFORMATION.
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NORTH

FIRST FLOOR AREA F - PLUMBING SUPPLY PLAN

TAGGED NOTES

P10 4" DOMESTIC WATER ENTRANCE RISER WITH TWO WATTS SERIES 909
BACKFLOW PREVENTERS WITH SHUT-OFF VALVES AND STRAINERS.  PROVIDE
6" PVC PIPE AND AIR GAP TO THE EXTERIOR OF THE BUILDING. REFER TO
DOMESTIC WATER ENTRANCE SCHEMATIC ON SHEET P501 FOR MORE
INFORMATION.

P11 REFER TO WATER HEATER PIPING SCHEMATIC FOR CONTINUATION.

P14 GAS PIPING VALVES, ETC.  REFER TO ENLARGED SITE PLAN ON SHEET MS102
& MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 &
TYPICAL GAS SERVICE DETAIL ON SHEET P501 FOR ADDITIONAL
INFORMATION.

P35 4" DOMESTIC WATER SERVICE ENTRANCE.  SEE CIVIL PLANS SHEET MS102
FOR CONTINUATION.  MINIMUM BURY 40 INCHES.

P44 2" COLD WATER PIPING DOWN IN CHASE TO FIXTURES BELOW.  ROUTE 2"
HEADER PIPE HORIZONTALLY & FULL SIZE ENTIRE LENGTH OF CHASE.

P59 3/4" HOT WATER & COLD WATER PIPING DOWN IN CHASE TO FIXTURES
BELOW.  ROUTE 3/4" HEADER PIPES HORIZONTALLY & FULL SIZE ENTIRE
LENGTH OF CHASE.

P61 1 1/2" COLD WATER PIPING DOWN IN CHASE TO WATER CLOSET BELOW.

P73 PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO HOSE REEL.  SEE
KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P79 REFER TO FIRST FLOOR MECHANICAL ROOM HYDRONIC PIPING SCHEMATIC.
PROVIDE 1.5" REDUCED PRESSURE DOUBLE CHECKVALVE BACKFLOW
PREVENTION DEVICE. PROVIDE ALL PIPING REQUIRED FOR (3) 1" FILL LINES
AS INDICATED ON FIRST FLOOR MECHANICAL ROOM HYDRONIC PIPING
SCHEMATIC.  MOUNT ABOVE DOUBLE DOMESTIC WATER ENTRANCE.

P80 DOMESTIC HOT WATER PUMPES SHALL BE STACKED & MOUNTED ON WALL -
RP-1 AT 60" AFF & RP-2 AT 30" AFF.

P101 LAMINAR FLOW IS REQUIRED FOR PROPER OPERATION OF WATER METER.
FOLLOW MANUFACTURER'S REQUIREMENTS FOR MINIMUM STRAIGHT RUN
PIPING LENGTHS BEFORE & AFTER WATER METER.

P102 2"  UNDERGROUND GAS PIPING TO GREENHOUSE.  REFER TO MS101 FOR
CONTINUATION.

P112 PROVIDE TRAP PRIMER, TP-3.  MOUNT ON WALL ABOVE CEILING.  ROUTE
COLD WATER PIPING TO NEARBY FLOOR DRAINS/OPEN RECEPTACLES/ETC.

P113 PROVIDE TRAP PRIMER, TP-2, IN PLUMBING CHASE.  ROUTE COLD WATER
PIPING TO NEARBY FLOOR DRAINS.

P125 REFER TO SHEET MS102 FOR CONTINUATION.

P132 PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN IN WALL
TO SINK.  SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P144 PROVIDE 120V SOLENOID VALVE TO REMOTE EMERGENCY POWER OFF
BUTTONS.  REFER TO M301 FOR BUTTON LOCATIONS.

P145 GAS REGULATOR.  REFER TO MECH-1C27 & FOOD PREP-1F02 GAS PIPING
SCHEMATIC ON SHEET P714 FOR ADDITIONAL INFORMATION.

P150 REFER TO SCHEMATIC ON P714 FOR MORE INFORMATION.
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TAGGED NOTES

P9 2" COLD WATER PIPING DOWN IN CHASE. CONNECT TO PLUMBING FIXTURES PER
FIXTURE SCHEDULE ON SHEET P601

P81 UNDER GROUND COLD WATER PIPING FROM MAIN BUILDING. SEE CIVIL PLANS FOR
CONTINUATION.

P90 1/2" COLD & HOT WATER PIPING DOWN IN WALL.  ROUTE PIPING UNDER COUNTER
TO LAVATORIES.

P94 REFER TO CONCESSION BUILDING WATER HEATER DETAIL ON SHEET P506 FOR
MORE INFORMATION.

P111 3/4" UNDERGROUND COLD WATER PIPING TO YARD HYDRANT.  SEE LANDSCAPE
PLANS FOR CONTINUATION.  MINIMUM BURY 40 INCHES.

P126 INSTALL 2" SHUT-OFF VALVE IN VERTICAL MAIN.

P134 1/2" UNDERGROUND COLD WATER PIPING TO DRINKING FOUNTAIN.  SEE
LANDSCAPE PLANS FOR CONTINUATION.  MINIMUM BURY 40 INCHES.

P147 PROVIDE 3/4" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES.
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SECOND FLOOR AREA A - PLUMBING SUPPLY

TAGGED NOTES

P47 ROUTE 2 1/2" COLD WATER HEADER PIPE TO EACH PLUMBING FIXTURE.
ROUTE HORIZONTALLY & FULL SIZE ENTIRE LENGTH OF CHASE

P49 2 1/2" COLD WATER PIPING DOWN THRU FLOOR INTO CHASE OF FIRST
FLOOR.

P53 3/4" RECIRCULATED HOT WATER DOWN TO FIRST FLOOR.

P54 1" HOT WATER & COLD WATER PIPING DOWN TO FIRST FLOOR.

P56 1/2" HOT WATER & COLD WATER PIPING DOWN TO FIRST FLOOR.

P65 DISHWASHER.  PROVIDE 1/2" HOT WATER WITH BALL VALVE FROM
ADJACENT SINK.
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SECOND FLOOR AREA B - PLUMBING SUPPLY

TAGGED NOTES

P56 1/2" HOT WATER & COLD WATER PIPING DOWN TO FIRST FLOOR.

P69 EMERGENCY SHOWER THERMOSTATIC MIXING VALVE MOUNTED
ABOVE CEILING.

P75 ROUTE ALL PIPING WITHIN WALLS & CEILING STRUCTURE.  NO
PIPING SHALL BE EXPOSED IN THE CANYON/ATRIUM AREA.
REFER TO DETAIL 1, SHEET A542.

P109 PIPING ABOVE CEILING.

P112 PROVIDE TRAP PRIMER, TP-3.  MOUNT ON WALL ABOVE CEILING.
ROUTE COLD WATER PIPING TO NEARBY FLOOR DRAINS/OPEN
RECEPTACLES/ETC.
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SCALE AT FULL SIZE: 1/8" = 1'-0"
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SECOND FLOOR AREA C - PLUMBING SUPPLY

TAGGED NOTES

P68 3/4" COLD WATER PIPING DOWN.  SEE SECOND FLOOR AREA C - PLUMBING
SUPPLY PLAN FOR CONTINUATION.
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SECOND FLOOR AREA D - PLUMBING SUPPLY

TAGGED NOTES

P65 DISHWASHER.  PROVIDE 1/2" HOT WATER WITH BALL VALVE FROM
ADJACENT SINK.

P149 PROVIDE TRAP PRIMER, TP-2, ABOVE CEILING.  ROUTE COLD
WATER PIPING TO NEARBY FLOOR DRAINS.
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SECOND FLOOR AREA E - PLUMBING SUPPLY

TAGGED NOTES

P32 EMERGENCY SHOWER/EYE WASH - PART OF CASEWORK EQUIPMENT.  PROVIDE
PIPING CONNECTIONS.  REFER TO ARCHITECTURAL DRAWINGS FOR EQUIPMENT.

P69 EMERGENCY SHOWER THERMOSTATIC MIXING VALVE MOUNTED ABOVE CEILING.

P75 ROUTE ALL PIPING WITHIN WALLS & CEILING STRUCTURE.  NO PIPING SHALL BE
EXPOSED IN THE CANYON/ATRIUM AREA.  REFER TO DETAIL 1, SHEET A542.

P109 PIPING ABOVE CEILING.

P112 PROVIDE TRAP PRIMER, TP-3.  MOUNT ON WALL ABOVE CEILING.  ROUTE COLD
WATER PIPING TO NEARBY FLOOR DRAINS/OPEN RECEPTACLES/ETC.
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